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OVER HEAD SERVICE SPECS
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METER BASE (5'-6' HEIGHT)
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EXTERNAL DISCONNECT
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OPTIONAL MOUNTING OF METER BASE. (100 AMP OR 200 AMP) (IMC OR EMT PERMISSIBLE)
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SERVICE ENTRANCE CONDUCTORS TO BE AT LEAST 24" (NEUTRAL SHALL BE MARKED)
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18" MIN FROM POINT OF ATTACHMENT TO ROOF OVERHANG
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SUPPORT TO HOLD RISER IN PLACE
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8' GROUND ROD
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8' GROUND ROD
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*	IF THE NIPPLE CONNECTING IF THE NIPPLE CONNECTING THE METER BASE TO THE EXTERNAL DISCONNECT IS PVC METER BASE MUST BE GROUNDED SEPARATELY. IF THE NIPPLE IS METAL THERE IS NO NEED FOR ADDITIONAL GROUNDING. 


	Sheets and Views
	SPEC SHEETS-OH SPEC SHEET


